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US PIPE METROPOLITAN
NO 250, MODEL 94
FIRE HYDRANT
METHODS OF RESTRAINT:
A — TWO (2) — 3/4" DIA. THREADED
RODS WITH DUCTILE IRON LUGS
OR
B — 'MEGALUG' RESTRAINING GLANDS.
PLAN VIEW
NOTES:
1. THE MINIMUM DEPTH OF HYDRANT BURY SHALL BE 5 FEET, FROM FINISHED GRADE AT HYDRANT
BARREL TO BOTTOM OF BASE.
2. GENERAL LOCATION OF THE HYDRANT ASSEMBLY IS AS SHOWN ON THE CONTRACT DRAWINGS.
EXACT LOCATION OF HYDRANT ASSEMBLY SHALL BE DETERMINED BY THE ENGINEER AT THE TIME
OF CONSTRUCTION. FOR BIDDING PURPOSES, MAXIMUM DISTANCE BETWEEN WATER MAIN AND FIRE
HYDRANT IS TO BE 15 FEET.
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